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Lighting Control Intent and Oparation Schedule (DRAFT)



Project Name :
Project No. :
Area :
Dwg No. :
Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001

Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
 
2
*
考虑装饰
灯具折合后数据
装饰灯具功率折合原
功率一半
(标注
及
计算空间仅限功率密度超标空间)
Total
 
zone
 
wattage
considering
 
decorative
light
W
/
Area
considering
   
decorative
 
light
)


	
	
	
	
	
	
	
	
	
	
	

	LTG_IN_LP01
	B1-LL     Main Lobby
	B1-LL-01
	SL01
	156.1    m
	10.5 w/m
	1639. 1  w
	
	
	

	Building #1 Basement
	(PRE FUNCTION)
	B1-LL-02
	DL07a
	8   nos
	18    w
	144.0  w
	
	
	

	
	
	B1-LL-03
	WW03a
	14   nos
	18    w
	252.0  w
	
	
	

	
	
	B1-LL-04
	DL07
	4   nos
	18    w
	72.0  w
	
	
	

	
	
	B1-LL-05
	WW03a
	14   nos
	18    w
	252.0  w
	
	
	

	
	
	B1-LL-06
	DL07a
	8   nos
	18    w
	144.0  w
	
	
	

	
	
	B1-LL-07
	DL07a
	3   nos
	18    w
	54.0  w
	
	
	

	
	
	B1-LL-08
	SL01
	7.4    m
	10.5 w/m
	77.7  w
	
	
	

	
	
	B1-LL-09
	SL01
	7.4    m
	10.5 w/m
	77.7  w
	
	
	

	
	
	B1-LL-10
	DL17
	64   nos
	8    w
	512.0  w
	
	
	

	
	
	B1-LL-11
	DL07a
	3   nos
	18    w
	54.0  w
	
	
	

	
	
	B1-LL-12
	SL01
	7.4    m
	10.5 w/m
	77.7  w
	
	
	

	
	
	B1-LL-13
	DL07a
	8   nos
	18    w
	144.0  w
	
	
	

	
	
	B1-LL-14
	SL01
	7.4    m
	10.5 w/m
	77.7  w
	
	
	

	
	
	B1-LL-15
	WW03a
	4   nos
	18    w
	72.0  w
	
	
	

	
	
	B1-LL-16
	WW03a
	5   nos
	18    w
	90.0  w
	
	
	

	
	
	B1-LL-17
	SL01
	13.1    m
	10.5 w/m
	137.6  w
	
	
	

	
	
	B1-LL-18
	DL07a
	5   nos
	18    w
	90.0  w
	
	
	

	
	
	B1-LL-19
	SL01
	13.1    m
	10.5 w/m
	137.6  w
	
	
	

	
	
	B1-LL-20
	WW03a
	5   nos
	18    w
	90.0  w
	
	
	

	
	
	B1-LL-21
	DL07
	4   nos
	18    w
	72.0  w
	
	
	

	
	
	B1-LL-22
	DL07
	6   nos
	18    w
	108.0  w
	
	
	

	
	
	B1-LL-23
	DL07
	12   nos
	18    w
	216.0  w
	
	
	

	
	
	B1-LL-24
	DL07
	6   nos
	18    w
	108.0  w
	
	
	

	
	
	B1-LL-25
	DL07
	12   nos
	18    w
	216.0  w
	
	
	

	
	
	B1-LL-26
	WW03a
	6   nos
	18    w
	108.0  w
	
	
	

	
	
	B1-LL-27
	WW03a
	6   nos
	18    w
	108.0  w
	
	
	

	
	
	B1-LL-28
	DL07
	6   nos
	18    w
	108.0  w
	
	
	

	
	
	B1-LL-29
	DL07
	12   nos
	18    w
	216.0  w
	
	
	

	
	
	B1-LL-30
	SL01
	156.1    m
	10.5 w/m
	1639. 1  w
	
	
	

	
	
	B1-LL-31
	SL01
	33.5    m
	10.5 w/m
	351.8  w
	
	
	

	
	
	B1-LL-32
	WW03a
	6   nos
	18    w
	108.0  w
	
	
	

	
	
	
	
	
	
	
	7.55 kw
	455.00
	16.60

	
	
	
	
	
	Decorative light
	5730. 1  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	B1-TH
	B1-TH-01
	DL02a
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	LECTURE THEATRE (GRAND)
	B1-TH-02
	SL01
	115    m
	10.5 w/m
	1207.5  w
	
	
	

	
	
	B1-TH-03
	SL02
	4    m
	6 w/m
	24.0  w
	
	
	

	
	
	B1-TH-04
	WW02a
	19   nos
	22.5    w
	427.5  w
	
	
	

	
	
	B1-TH-05
	AJ01
	8   nos
	16.3    w
	130.4  w
	
	
	

	
	
	B1-TH-06
	DL01a
	11   nos
	19.8    w
	217.8  w
	
	
	

	
	
	B1-TH-07
	WW02a
	19   nos
	22.5    w
	427.5  w
	
	
	

	
	
	B1-TH-08
	DL01a
	11   nos
	19.8    w
	217.8  w
	
	
	

	
	
	B1-TH-09
	SL02
	4    m
	6 w/m
	24.0  w
	
	
	

	
	
	B1-TH-10
	DL01a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	B1-TH-11
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-12
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-13
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-14
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-15
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-16
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-17
	DL01a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	B1-TH-18
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-19
	DL01a
	9   nos
	19.8    w
	178.2  w
	
	
	

	
	
	B1-TH-20
	DL02a
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	B1-TH-21
	DL01a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	
	
	
	
	
	4.54 kw
	584.00
	7.77

	
	
	
	
	
	Decorative light
	2062.5  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	B1-CR
	B1-CR-01
	DL04a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	CONNECT WAY
	B1-CR-03
	DL03a
	2   nos
	9.3    w
	18.6  w
	
	
	

	
	
	B1-CR-04
	DL03a
	2   nos
	9.3    w
	18.6  w
	
	
	

	
	
	B1-CR-05
	DL04a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	B1-CR-06
	DL04a
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	B1-CR-07
	DL04a
	8   nos
	19.8    w
	158.4  w
	
	
	

	
	
	B1-CR-08
	DL04a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	B1-CR-09
	DL04a
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	B1-CR-02
	DL04
	1   nos
	19.8    w
	19.8  w
	
	
	

	
	
	
	
	
	
	
	0.69 kw
	75.40
	9.16

	
	
	
	
	
	Decorative light
	118.8  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	B1-R1
	B1-R1-01
	DL04a
	4   nos
	19.8    w
	79.2  w
	
	
	

	
	LOBBY
	B1-R1-02
	DL04a
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	
	
	
	
	
	0.20 kw
	43.00
	4.60

	
	
	
	
	
	
	
	
	
	

	
	B1-R2
	B1-R2-01
	DL04
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	PANTRY
	
	
	
	
	
	0. 12 kw
	20.80
	5.71

	
	
	
	
	
	
	
	
	
	

	
	B1-R3
	B1-R3-01
	DL04
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	PANTRY
	
	
	
	
	
	0. 12 kw
	19.00
	6.25

	
	
	
	
	
	
	
	
	
	

	
	B1-R4
	B1-R4-01
	DL04a
	4   nos
	19.8    w
	79.2  w
	
	
	

	
	LOBBY
	B1-R4-02
	DL04a
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	
	
	
	
	0. 12 kw
	15.00
	7.92
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装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
如：吊灯
/
落地灯
/
台灯等
) (
12-De
c
-14
 
29-
Jan
-1
5
) (
D
1
 
D
2
)教室classroom                   8W/m2
 (
D
ecorative
 
Light
De
corative
 
Light     Over
 
budget           Circuit
 
for provision
) 2
*考虑装饰灯具折合后数据                               
装饰灯具功率折合原功率一半                         
 (
TYPICAL
 
SPACES
.
)	(标注及计算空间仅限功率密度超标空间)
[image: ][image: ] (
 
B
1-
TO
  
  
Basement
 
Toilet
           
) (
B
1-
TO
-0
1
) (
FL
01
a
     
 
         
15
   
nos
 
 
                  28    
w
  
 
             420.0  
w                                                                                                                 
FL
01
b
                 
1
   
nos
                    21    
w
         
          21.0  
w
)[image: ][image: ] (
M
anual
 
Control
On
/
Off
O
n
-
M
anual
 
Control
On
/
Off
-
O
n
M
anual
 
Control
On
/
Off
O
n
-
M
anual
 
Control
On
/
Off
-
O
n
M
anual
 
Control
On
/
Off
On
/
Off
-
O
n
O
n
-
-
O
n
M
anual
 
Control
M
anual
 
Control
On
/
Off
O
n
-
M
anual
 
Control
On
/
Off
-
O
n
M
anual
 
Control
On
/
Off
O
n
)Manual Control                         On/Off      [image: ]
	B1-TO-02
	DL04
	8
	nos
	19.8
	w
	158.4
	w

	B1-TO-03
	SL01
	5.35
	m
	10.5
	w/m
	56.2
	w

	B1-TO-04
	DL06
	5
	nos
	6.1
	w
	30.5
	w

	B1-TO-05
	SL01
	2.65
	[image: ]m
	10.5
	w/m
	27.8
	w

	B1-TO-06
	FL01a
	8
	nos
	28
	w
	224.0
	w
w

	
	FL01b
	11
	nos
	21
	w
	231.0
	

	B1-TO-07
	DL06
	11
	nos
	6.1
	w
	67.1
	w

	B1-TO-08
	DL04
	6
	nos
	19.8
	w
	118.8
	w

	B1-TO-09
	SL01
	4.35
	m
	10.5
	w/m
	45.7
	w

	B1-TO-10
	DL04
	1
	[image: ]nos
	19.8
	w
	19.8
	w


1.42 kw          78.00         18.21                                  0.91 kw                             11.63
[image: ][image: ]Decorative light               1025.7  w


	DWG no.
	Area        Space
	Circuit number
	Fixture
	qty.
	Wattage per fixture
	Total wattage
(W)
	Total zone wattage
	Area
(sqm)
	W/Area


 (
Dimme
d
) (
Medi
um
)Full Brightness

 (
Preset
 
Scene
 
with
 
Manual
 
Button
LTG
_
IN
_
LP02
11
02.5  w
Dimmi
ng
L
1-
LL
-01
w
/
m
L
1
-LL
S
L
01
60
%
30
%
90
%
10
.5
10
5
m
)
[image: ]Building #1 Level 1                                     RECEPTION & CAFÉ                             L1-LL-02            DL07a                8   nos                    18    w                 144.0  w                                                                                                                                                              Preset Scene with Manual Button          Dimming                                                     90%                                                                                             60%                                                                                               30%
	L1-LL-03
	DL07
DL07
DL07
DL07a
DL07
WW03a
WW03a
DL07
DL07
WW03a
DL07a
DL17
DL07a
[image: ]SL01
SL01
DL07a
DL07a
AJ01
AJ01
DL07
WW03a
WW03a
DL07a
DL07a
WW03a
WW03a
SL01
SL01
AJ01
DL07
AJ01
DL07a
DL07a
SL01
WW03a
WW03a
SL01
DL07a
DL07a
DL07a
DL07a
SL01
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-04
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-05
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-06
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-07
	
	5
	nos
	18
	w
	90.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-08
	
	10
	nos
	18
	w
	180.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-09
	
	11
	nos
	18
	w
	198.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-10
	
	3
	nos
	18
	w
	54.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-11
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-12
	
	9
	nos
	18
	w
	162.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-13
	
	5
	nos
	18
	w
	90.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-14
	
	64
	nos
	8
	w
	512.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-15
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-16
	
	7.7
	m
	10.5
	w/m
	80.9
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-17
	
	7.7
	m
	10.5
	w/m
	80.9
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-18
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-19
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-20
	
	4
	nos
	16.3
	w
	65.2
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-21
	
	4
	nos
	16.3
	w
	65.2
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-22
	
	10
	nos
	18
	w
	180.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-23
	
	8
	nos
	18
	w
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-24
	
	8
	nos
	18
	w
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-25
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-26
	
	5
	nos
	18
	w
	90.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-27
	
	8
	nos
	18
	w
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-28
	
	8
	nos
	18
	w
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-29
	
	140
	m
	10.5
	w/m
	1470.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-30
	
	140
	m
	10.5
	w/m
	1470.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-31
	
	4
	nos
	16.3
	w
	65.2
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-32
	
	2
	nos
	18
	w
	36.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-33
	
	4
	nos
	16.3
	w
	65.2
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-34
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-35
	
	4
	nos
	18
	w
	72.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-36
	
	105
	nos
	10.5
	w/m
	1102.5
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-37
	
	10
	nos
	18
	w
	180.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-38
	
	11
	nos
	18
	w
	198.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-39
	
	7.7
	m
	10.5
	w/m
	80.9
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-40
	
	8
	nos
	18.0
	w/m
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-41
	
	8
	nos
	18.0
	w/m
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-42
	
	8
	nos
	18.0
	w/m
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-43
	
	8
	nos
	18.0
	w/m
	144.0
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%

	L1-LL-44
	
	7.7
	m
	10.5
	w/m
	80.9
	w
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%


[image: ]L1-LL-45              DL07                 3   nos                    18    w                   54.0  w                                                                                                                                                              Preset Scene with Manual Button          Dimming                                                     90%                                                                                             60%                                                                                               30%
9.36 kw       719.00         13.02                                  5.63 kw                               7.83
[image: ]Decorative light              7474.4  w
[image: ]L1-CO                                                       LL-CO-01            DL04a                3   nos                 19.8    w                   59.4  w                                                                                                                                                              Preset Scene with Manual Button          Dimming                                                     90%                                                                                             70%                                                                                               30%
		CONNECT WAY
	[image: ]LL-CO-02
LL-CO-04
	DL03a
DL03a
DL04a
DL04

DL04a
DL04a

DL04a
	3
	nos
	9.3
	w
	27.9
	w
	
	Preset Scene with Manual Button
	Dimming
	
	90%
	70%
	30%

	
	
	
	3
	nos
	9.3
	w
	27.9
	w
	
	Preset Scene with Manual Button
	Dimming
	
	90%
	70%
	30%

	
	LL-CO-05
	
	3
	nos
	19.8
	w
	59.4
	w
	
	Preset Scene with Manual Button
	Dimming
	
	90%
	70%
	30%

	
	LL-CO-03
	
	1
	[image: ]nos
	19.8
	w
	19.8
	w
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	
	
	

	
	
	
	
	
	
	
	
	0. 17 kw
	28.40
	6.15
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	L1-R1
	L1-R1-01
	
	4
	nos
	19.8
	w
	79.2
	w
	
	
	
	Preset Scene with Manual Button
	Dimming
	
	90%
	70%
	30%

	LOBBY
	L1-R1-02
	
	2
	nos
	19.8
	w
	39.6
	w
	
	
	
	Preset Scene with Manual Button
	Dimming
	
	90%
	50%
	20%

	
	
	
	
	
	
	
	
	0. 12 kw
	23.00
	5.17
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	L1-R2
	L1-R2-01
	
	2
	nos
	19.8
	w
	39.6
	w
	
	
	
	Preset Scene with Manual Button
	Dimming
	
	90%
	50%
	20%
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19
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)79.2  w
0. 12 kw         23.00           5. 17
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-
)47.3  w
		TOILET                                               L1-TO-02     
L1-TO-03
	FL01a
DL04
DL06
DL06
	8
	nos
	28
	w
	224.0
	w
	
	Manual Control
	On/Off
	-
	On

	
	
	3
	nos
	19.8
	w
	59.4
	w
	
	Manual Control
	On/Off
	On
	-

	L1-TO-04
	
	4
	nos
	6.1
	w
	24.4
	w
	
	Manual Control
	On/Off
	On
	-

	L1-TO-07
	
	3
	[image: ]nos
	6.1
	w
	18.3
	w
	
	Manual Control
	On/Off
	On
	-
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Lighting Control Intent and Oparation Schedule (DRAFT)
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 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0  21-Nov-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
如：吊灯
/
落地灯
/
台灯等
) (
12-De
c
-14
 
29-
Jan
-1
5
) (
D
1
 
D
2
)教室classroom                   8W/m2
 (
D
ecorative
 
Light
De
corative
 
Light     Over
 
budget           Circuit
 
for provision
) 2
*考虑装饰灯具折合后数据                               
装饰灯具功率折合原功率一半                         

	
	TYPICAL SPACES.
	
	
	
	
	
	

	
	
	L1-TO-08
	SL01
	4.5    m
	10.5 w/m
	47.3  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	On
	
	
	

	
	
	L1-TO-09
	FL01a
	6   nos
	28    w
	168.0  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	On
	
	
	

	
	
	
	FL01b
	3   nos
	21    w
	63.0  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	On
	
	
	

	
	
	L1-TO-10
	DL04
	4   nos
	19.8
	79.2  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	L1-TO-05
	DL04
	1   nos
	19.8    w
	19.8  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	L1-TO-06
	DL04
	1   nos
	19.8    w
	19.8  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	
	
	
	

	
	
	
	
	
	
	
	0.77 kw
	54.80
	14.06
	
	0.50 kw
	9.04
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	Decorative light
	549.5  w
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	DWG no.
	Area        Space
	Circuit number
	Fixture
	qty.
	Wattage per fixture
	Total wattage
(W)
	Total zone wattage
	Area
(sqm)
	W/Area
	
	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light
	Control type
	Dimming type
	Timer  Line
	NOTE

	
	
	
	
	07:00
	08:00
	09:00
	10:00
	11:00
	12:00
	13:00
	14:00
	15:00
	16:00
	17:00
	18:00
	19:00
	20:00
	21:00
	22:00
	23:00
	00:00
	01:00
	02:00
	03:00
	04:00
	05:00
	06:00
	

	
	
	
	
	Full Brightness
	Medium
	Dimmed
	

	
	
	
	
	Switch 1
	Switch 2
	Switch 3
	Dimmer Switch
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	LTG_IN_LP03
	L2-LL
	L2-LL-01
	SL01
	210    m
	10.5 w/m
	2205.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	[image: ]90%
	60%
	30%
	

	Building #1 Level 2
	PRE-FUNCTION
	L2-LL-02
	SL01
	210    m
	10.5 w/m
	2205.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-03
	WW03a
	11   nos
	18    w
	198.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-04
	WW03a
	10   nos
	18    w
	180.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-05
	DL07
	3   nos
	18    w
	54.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-06
	DL07
	3   nos
	18    w
	54.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-07
	WW03a
	10   nos
	18    w
	180.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-08
	WW03a
	11   nos
	18    w
	198.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-09
	DL07a
	8   nos
	18    w
	144.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-10
	DL07
	3   nos
	18    w
	54.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-11
	DL07a
	4   nos
	18    w
	72.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-12
	DL07a
	4   nos
	18    w
	72.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-13
	SL01
	7.5    m
	10.5 w/m
	78.8  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-14
	DL07
	3   nos
	18.0    w
	54.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-15
	SL01
	7.5    m
	10.5 w/m
	78.8  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-16
	DL07a
	2   nos
	18    w
	36.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-17
	DL17
	64   nos
	8    w
	512.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-18
	DL07a
	2   nos
	18    w
	36.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-19
	SL01
	7.5    m
	10.5 w/m
	78.8  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-20
	SL01
	7.5    m
	10.5 w/m
	78.8  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-21
	DL07a
	4   nos
	18    w
	72.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	L2-LL-22
	DL07a
	4   nos
	18    w
	72.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	60%
	30%
	

	
	
	
	
	
	
	
	6.71 kw
	320.00
	20.98
	
	3.72 kw
	11.61
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	Decorative light
	5993.0  w
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	全开模式
	节电模式
	投影模式
	演讲模式
	全关模式
	Ipad Control

	
	L2-TH
	L2-TH-01
	DL07a
	2   nos
	18    w
	36.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	50%
	50%
	OFF
	

	
	GRAND MEETING
ROOM
	L2-TH-02
	DL07
	11   nos
	18    w
	198.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	70%
	20%
	OFF
	

	
	
	L2-TH-03
	DL07
	10   nos
	18    w
	180.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	70%
	20%
	OFF
	

	
	
	L2-TH-04
	WW03a
	19   nos
	18    w
	342.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	20%
	40%
	OFF
	

	
	
	L2-TH-05
	WW03a
	19   nos
	18    w
	342.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	20%
	40%
	OFF
	

	
	
	L2-TH-06
	DL07
	11   nos
	18    w
	198.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	70%
	20%
	OFF
	

	
	
	L2-TH-07
	DL07
	10   nos
	18    w
	180.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	70%
	20%
	OFF
	

	
	
	L2-TH-08
	WW03a
	19   nos
	18    w
	342.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	20%
	40%
	OFF
	

	
	
	L2-TH-09
	WW03a
	19   nos
	18    w
	342.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	20%
	40%
	OFF
	

	
	
	L2-TH-10
	DL07
	7   nos
	18    w
	126.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	70%
	20%
	OFF
	

	
	
	L2-TH-11
	DL07
	7   nos
	18    w
	126.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	70%
	20%
	OFF
	

	
	
	L2-TH-12
	DL07
	8   nos
	18    w
	144.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	10%
	10%
	OFF
	

	
	
	L2-TH-13
	DL07a
	2   nos
	18    w
	36.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	50%
	50%
	OFF
	

	
	
	L2-TH-14
	DL07
	8   nos
	18    w
	144.0  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	10%
	10%
	OFF
	

	
	
	L2-TH-15
	AJ01
	5   nos
	16.3    w
	81.5  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	50%
	10%
	80%
	OFF
	

	
	
	
	
	
	
	
	2.82 kw
	423.00
	6.66
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	L2-OF
	L2-OF-01
	PN01
	6   nos
	48    w
	288.0  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	-
	
	

	
	OFFICE
	L2-OF-02
	PN01
	6   nos
	48    w
	288.0  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	On
	-
	
	

	
	
	L2-OF-03
	PD01
	1   nos
	50    w
	50.0  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	-
	On
	
	

	
	
	L2-OF-04
	WW01a
	3   nos
	12.7    w
	38. 1  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	-
	On
	
	

	
	
	
	
	
	
	
	0.38 kw
	89.00
	4.23
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	L2-CO
	L2-CO-01
	DL04a
	3   nos
	19.8    w
	59.4  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	70%
	30%
	

	
	CONNECT WAY
	L2-CO-02
	DL03a
	3   nos
	9.3    w
	27.9  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	70%
	30%
	

	
	
	L2-CO-03
	DL04
	1   nos
	19.8    w
	19.8  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	
	
	
	

	
	
	L2-CO-04
	DL04
	1   nos
	19.8    w
	19.8  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	
	
	
	

	
	
	L2-CO-05
	DL03a
	3   nos
	9.3    w
	27.9  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	On/Off
	90%
	70%
	30%
	

	
	
	L2-CO-06
	DL04a
	3   nos
	19.8    w
	59.4  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	70%
	30%
	

	
	
	
	
	
	
	
	0.21 kw
	31.30
	6.84
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	L2-R1
	L2-R1-01
	WW02a
	3   nos
	22.5    w
	67.5  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	70%
	30%
	

	
	LOBBY
	L2-R1-02
	DL03a
	3   nos
	9.3    w
	27.9  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	70%
	30%
	

	
	
	
	
	
	
	
	0. 10 kw
	16.00
	5.96
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	L2-R2
	L2-R2-01
	DL04
	2   nos
	19.8    w
	39.6  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	
	
	

	
	PANTRY
	L2-R2-02
	DL04
	4   nos
	19.8    w
	79.2  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	On
	
	
	

	
	
	
	
	
	
	
	0. 12 kw
	22.60
	5.26
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	L2-R3
	L2-R3-01
	DL03a
	3   nos
	9.3    w
	27.9  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	[image: ]90%
	70%
	30%
	

	
	LOBBY
	L2-R3-02
	WW02a
	3   nos
	22.5    w
	67.5  w
	
	
	
	
	
	
	Preset Scene with Manual Button
	Dimming
	90%
	70%
	30%
	

	
	
	
	
	
	
	
	0. 10 kw
	16.00
	5.96
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	L2-TO
	L2-TO-01
	SL01
	4.5    m
	10.5 w/m
	47.3  w
	
	
	
	
	
	
	Manual Control
	On/Off
	-
	On
	
	
	

	
	TOILET
	L2-TO-02
	DL04
	3   nos
	19.8    w
	59.4  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	
	
	

	
	
	L2-TO-03
	DL06
	5   nos
	6. 1    w
	30.5  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	
	
	

	
	
	L2-TO-04
	FL01a
	4   nos
	28    w
	112.0  w
	
	
	
	
	
	
	Manual Control
	On/Off
	[image: ]-
	On
	
	
	

	
	
	
	FL01b
	5   nos
	21    w
	105.0  w
	
	
	
	
	
	
	
	
	-
	On
	
	
	

	
	
	L2-TO-05
	DL04
	1   nos
	19.8    w
	19.8  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	L2-TO-06
	DL06
	3   nos
	6. 1    w
	18.3  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
	
	
	

	
	
	L2-TO-07
	DL04
	4   nos
	19.8    w
	79.2  w
	
	
	
	
	
	
	Manual Control
	On/Off
	On
	-
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Lighting Control Intent and Oparation Schedule (DRAFT)
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 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)

	
	

	
	

	
	

	0.49 kw
	11.64

	
	

	
	

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light

	

	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	2.51 kw
	7.70

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	0.47 kw
	11.26

	
	

	
	

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light
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Lighting Control Intent and Oparation Schedule (DRAFT)
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Dwg No. :
Date :
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Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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Lighting Control Intent and Oparation Schedule (DRAFT)

Project Name :
Project No. :
Area :
Dwg No. :
Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	0.69 kw
	9.13

	
	

	
	

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light

	

	
	

	
	

	
	

	
	

	
	

	0.56 kw
	7.50

	
	

	
	

	
	

	
	

	
	

	
	

	0.56 kw
	7.50
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Lighting Control Intent and Oparation Schedule (DRAFT)

Project Name :
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Area :
Dwg No. :
Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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	0.47 kw
	9.39

	
	

	
	

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light

	

	

	
	

	
	

	
	

	
	

	
	

	
	

	1.23 kw
	7.76

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	1.23 kw
	7.76
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Lighting Control Intent and Oparation Schedule (DRAFT)

Project Name :
Project No. :
Area :
Dwg No. :
Date :
Phase :
Rev. :


[bookmark: _GoBack] 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)

	
	

	
	

	
	

	2. 13 kw
	7.48

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	0.44 kw
	8.12

	
	

	
	

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light

	

	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	0.46 kw
	10.20

	
	

	
	

	Total zone wattage
considering decorative
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	W/Area
considering   decorative light

	

	

	
	

	
	

	
	

	
	

	0. 14 kw
	7.21

	
	

	
	




10                                                                                                                                                                                                                                                                                                                                                                                                                    ©2014 Lighting Planners Associates Inc.

 (
PRESET
 
- 
indicates
 
dimming
 
preset
 
control
调光系统的明亮百
分比仅供参考，  需要根据实际现场情况做最后调整
) (
SENSOR
 - 
indicates
 
motion
 
sensor
 
activated
) (
MANUAL CONTROL
) (
功率密度目
标限值
服务大
厅
lobby
会议
室
meeting
 
room 
图书馆
ibrary
普通办
公室
office
多功能厅
multi-function 
教
室
classroom
) (
10
W
/
m2
 
8
W
/
m2  
8
W
/
m2  
8
W
/
m2  
12
W/m2 
8
W
/
m2
) (
 
2
) (
*
考虑装饰
灯具折合后数据
装饰灯具功率折合原
功率一半
(标注
及
计算空间仅限功率密度超标空间)
0
. 14 
kw
7.21
0
. 14 
kw
7.21
0
. 13 
kw
6
.65
0
. 14 
kw
7.21
0.65
 
kw
12.
08
)



Lighting Control Intent and Oparation Schedule (DRAFT)
 (
 拾光绿动
)Project Name :
 (
S
189
) (
装
饰灯具
洗墙灯具 
Wall
 
Washer
可调筒灯
(
洗墙
)
 Adjustable light 
天花装饰灯槽灯带
 
Ceiling Cove 
地面装饰灯槽 
(Floor Cove)
室内设计顾问选择装饰灯具( 
ID
 
)  
如：吊灯
/
落地灯
/
台灯等
)Project No. :
 (
LTG
_
CO
_0
01
 
Design
 
Development 
D
2
) (
21-Nov-14 12-Dec-14 
29-
Jan
-1
5
) (
D
0
 
D
1
 
D2
)Area :
Dwg No. :
Date :
Phase :
Rev. :



	
	TYPICAL SPACES.
	
	
	
	
	
	
	
	

	
	
	L2-OF2-01
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF2-02
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	0. 14 kw
	18.04
	7.60

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF3-01
	DL01
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF3-02
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF3-03
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	0. 16 kw
	19.12
	8.21

	
	
	
	
	
	Decorative light
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF4-01
	DL01
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF4-02
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF4-03
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	0. 16 kw
	19.12
	8.21

	
	
	
	
	
	Decorative light
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF5-01
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	L2-OF5-02
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF5-03
	DL01
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	
	
	
	
	
	0. 16 kw
	19.12
	8.21

	
	
	
	
	
	Decorative light
	59.4  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF6-01
	DL01
	2   nos
	19.8    w
	59.4  w
	
	
	

	
	
	
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF6-02
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	0. 16 kw
	19.12
	8.21

	
	
	
	
	
	Decorative light
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF7-01
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	L2-OF7-02
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	DL02
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	
	
	
	
	0. 12 kw
	16.88
	6.95

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF8-01
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	DL02
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	L2-OF8-02
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	
	
	
	
	0. 12 kw
	16.88
	6.95

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF9-01
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	DL01
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF9-02
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF9-03
	DL03
	1   nos
	9.3    w
	9.3  w
	
	
	

	
	
	
	
	
	
	
	0. 17 kw
	28.22
	5.89

	
	
	
	
	
	
	
	
	
	

	
	
	L2-OF10-01
	DL02
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF10-02
	WW01
	3   nos
	12.7    w
	38. 1  w
	
	
	

	
	
	
	DL01
	3   nos
	19.8    w
	59.4  w
	
	
	

	
	
	L2-OF10-03
	DL03
	1   nos
	9.3    w
	9.3  w
	
	
	

	
	
	
	
	
	
	
	0. 17 kw
	28.22
	5.89

	
	
	
	
	
	
	
	
	
	

	
	L2-CO
	L2-CO-01
	DL03
	2   nos
	9.3    w
	18.6  w
	
	
	

	
	CONNECT WAY
	
	DL04
	8   nos
	19.8    w
	158.4  w
	
	
	

	
	
	L2-CO-02
	DL04
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-CO-03
	AJ01
	4   nos
	16.3    w
	65.2  w
	
	
	

	
	
	L2-CO-04
	AJ01
	4   nos
	16.3    w
	65.2  w
	
	
	

	
	
	L2-CO-05
	DL05
	6   nos
	41.5    w
	249.0  w
	
	
	

	
	
	L2-CO-06
	DL03
	2   nos
	9.3    w
	18.6  w
	
	
	

	
	
	L2-CO-07
	DL04
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	L2-CO-08
	DL04
	6   nos
	19.8    w
	118.8  w
	
	
	

	
	
	
	
	
	
	
	0.93 kw
	128.72
	7.24

	
	
	
	
	
	
	
	
	
	

	
	L2-GR
	L2-GR1-01
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	SMALL MEETING
ROOM
	L2-GR1-02
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	
	
	
	
	0.08 kw
	10.76
	7.36

	
	
	
	
	
	
	
	
	
	

	
	
	L2-GR2-01
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	L2-GR2-02
	DL01
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	
	
	
	
	0.08 kw
	10.76
	7.36

	
	
	
	
	
	
	
	
	
	

	
	L2-WK
	L2-WK-O1
	DL04
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	PRINTER
	
	
	
	
	
	0.04 kw
	8.41
	4.71

	
	
	
	
	
	
	
	
	
	

	
	
	L2-TO-02
	DL06
	2   nos
	6. 1    w
	12.2  w
	
	
	

	
	L2-TO
	L2-TO-03
	FL01a
	1   nos
	28.0    w
	28.0  w
	
	
	

	
	TOILET
	
	FL01b
	3   nos
	21.0    w
	63.0  w
	
	
	

	
	
	L2-TO-04
	DL06
	2   nos
	6. 1    w
	12.2  w
	
	
	

	
	
	L2-TO-05
	FL01a
	2   nos
	28.0    w
	56.0  w
	
	
	

	
	
	
	FL01b
	5   nos
	21.0    w
	105.0  w
	
	
	

	
	
	L2-TO-06
	SL01
	6.6    m
	10.5 w/m
	69.3  w
	
	
	

	
	
	L2-TO-07
	DL04
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	L2-TO-09
	DL04
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	L2-TO-10
	DL03
	3   nos
	9.3    w
	27.9  w
	
	
	

	
	
	L2-TO-11
	DL03
	3   nos
	9.3    w
	27.9  w
	
	
	

	
	
	L2-TO-12
	SL01
	5.7    m
	10.5 w/m
	59.9  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-TO-01
	SL01
	2.7    m
	10.5 w/m
	28.4  w
	
	
	

	
	
	
	DL04
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	
	L2-TO-08
	DL04
	2   nos
	19.8    w
	39.6  w
	
	
	

	
	
	
	
	
	Decorative light
	409.5  w
	0.65 kw
	53.67
	12.08

	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	

	
	L2-ST
	L2-ST-01
	FDL04
	2   nos
	19.8    w
	79.2  w
	
	
	

	
	STAIRCASE
	
	
	
	
	
	0.08 kw
	17.18
	4.61






NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整
 (
D
ecorative
 
Light
D
ecorative
 
Light
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budget
Circuit
 
for
 
provision
)

	Manual Control
	On/Off
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	-
	
	
	

	Manual Control
	On/Off
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	-
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	Manual Control
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	Manual Control
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	Manual Control
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)[image: ][image: ]Off                                                                     On
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	-
	
	
	

	Manual Control
	On/Off
	On
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Lighting Control Intent and Oparation Schedule (DRAFT)
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Project No. :
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Dwg No. :
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Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)

	
	

	
	

	
	

	

	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light

	

	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	1.30 kw
	7.24

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	0.40 kw
	8.64

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	1.44 kw
	9.24
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Lighting Control Intent and Oparation Schedule (DRAFT)
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 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)

	Total zone wattage
considering decorative
light
	W/Area
considering   decorative light
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	1.43 kw
	9.07
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considering decorative
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	W/Area
considering   decorative light
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Lighting Control Intent and Oparation Schedule (DRAFT)

Project Name :
Project No. :
Area :
Dwg No. :
Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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Lighting Control Intent and Oparation Schedule (DRAFT)
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Project No. :
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Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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Lighting Control Intent and Oparation Schedule (DRAFT)

Project Name :
Project No. :
Area :
Dwg No. :
Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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Date :
Phase :
Rev. :


 拾光绿动S189
LTG_CO_001
 Design Development
D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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Lighting Control Intent and Oparation Schedule (DRAFT)
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 拾光绿动S189
LTG_CO_001
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D2






D0 D1






21-Nov-14
12-Dec-14



装饰灯具
洗墙灯具 Wall Washer
可调筒灯(洗墙) Adjustable light 天花装饰灯槽灯带 Ceiling Cove 地面装饰灯槽 (Floor Cove)
室内设计顾问选择装饰灯具( ID )  如：吊灯/落地灯/台灯等



功率密度目标限值
服务大厅lobby
会议室meeting room 图书馆ibrary
普通办公室office
多功能厅multi-function 教室classroom



10W/m2
8W/m2
8W/m2
8W/m2
12W/m2
8W/m2


NOTE:
- TIMER : Under Building Timer Control
- Timer Control Schedule
- T1:  Timer 07:00-23:00hrs
- T2:  Timer 08:00-20:00hrs
- T3:  Timer 18:00-20:00hrs
*TIMER可根据实际情况作出调整


PRESET - indicates dimming preset control
调光系统的明亮百分比仅供参考，  需要根据实际现场情况做最后调整


MANUAL CONTROL


SENSOR - indicates motion sensor activated

 (
D2   29-Jan-15
) 2
	*考虑装饰灯具折合后数据
装饰灯具功率折合原功率一半
	(标注及计算空间仅限功率密度超标空间)
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